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Abstract 8 
Commercial food outlets in the UK are responsible for 3% of the UK total energy consumption, with 9 
refrigeration systems account for 29% of this total. This highlights the potential and importance of huge 10 
energy saving within commercial refrigeration systems. In this paper, a validated model that simulates 11 
a commercial refrigeration system installed over 2000 sqft to mimic a real express store installed at 12 
Riseholme Refrigeration Research Centre at the University of Lincoln, UK, is developed and presented. 13 
The detailed modelling of the display case using a temperature model comprising of three states include 14 
air inside the display case, products, and the evaporator. Additionally, the model presents a holistic view 15 
of the whole system with each subsystem cohesively linked together. Further focus has been given on 16 
the high temperature (HT) system due to the high level of installations of this system found in retail 17 
commercial refrigeration stores as well as low temperature (LT) systems featuring doors which decrease 18 
the heat transfer from the store into the cases. It is concluded that the trends of the simulation results for 19 
the display case temperatures, expansion valve opening degree, suction line pressures, and compressors 20 
power consumption, all have high resemblance to the trends of collected data obtained from Riseholme 21 
Refrigeration Research Centre. This supports the validation of the developed model.  22 
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Nomenclature 27 
Symbol Parameter Description Unit 
𝐶𝑝,𝑖 Specific heat capacity, where 𝑖 denotes the media which the parameter refers to. J/kg.°C 
CPT Calculated product temperature.  °C 
𝐶𝑣 Orifice coefficient or valve characterising constant - Collection of constants such as 
the cross-sectional area of the valve inlet and outlet. 
m3/s 
ℎ𝑙𝑔,𝑖𝑛 Enthalpy of the refrigerant at the inlet of the evaporator. J/kg 
ℎ𝑙𝑔,𝑜𝑢𝑡 Enthalpy of the refrigerant at the outlet of the evaporator. J/kg 
𝑘𝑚 Ratio of mass of refrigerant in the evaporator to the maximum capacity of the 
evaporator. 
- 
𝑚𝑖 Mass, where 𝑖 denotes the media which the parameter refers to. Kg 
𝑚𝑟𝑒𝑓 Mass of liquefied refrigerant in the evaporator. Kg 
?̇?𝑟𝑒𝑓,𝑖𝑛 Mass flow rate of refrigerant into the evaporator. kg/s 
𝑚𝑟𝑒𝑓,𝑚𝑎𝑥 Maximum capacity of the evaporator. Kg 
?̇?𝑟𝑒𝑓,𝑜𝑢𝑡 Mass flow rate of refrigerant out of the evaporator. kg/s 
?̇?𝑟𝑒𝑓,𝑜𝑢𝑡,𝑖 Mass flow rate of the refrigerant leaving each of the display case’s evaporator. kg/s 
𝑚𝑠𝑢𝑐 Total mass of refrigerant in the suction line. Kg 
?̇?𝑠𝑢𝑐,𝑖𝑛 Mass flow rate into the suction line. kg/s 
𝑁𝑐𝑜𝑚𝑝 Number of running compressors. - 
𝑁𝐷𝐶 Number of display cases in the system. - 
𝑂𝐷 Opening degree of the expansion valve. - 
𝑃𝑟𝑒𝑐 Pressure in the receiver. kPa 
𝑃𝑠𝑢𝑐 Pressure in the suction line. kPa 
?̇?𝑒 Heat transfer from the evaporator wall to the refrigerant in the evaporator. Also 
termed to the cooling capacity. 
kW 
?̇?𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑠 Heat transfer from the products to the air inside the display case. kW 
?̇?𝑖𝑛𝑑𝑜𝑜𝑟 Heat load from the indoor supermarket temperature and local environment. kW 
𝑡 Time s 
𝑇𝑎𝑖𝑟−𝑜𝑓𝑓 Temperature at the back of the display case. °C 
𝑇𝑎𝑖𝑟−𝑜𝑛 Temperature at the front of the display case. °C 
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𝑇𝑒 Evaporation temperature of the refrigerant in the evaporator. °C 
𝑇𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑠 Temperature of the products in the display case. °C 
𝑇𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑠,𝑖𝑛𝑖𝑡𝑖𝑎𝑙 Initial temperature of the products in the display case. °C 
𝑇𝑖𝑛𝑑𝑜𝑜𝑟 Indoor temperature of the supermarket. °C 
𝑇𝑠ℎ𝑒𝑙𝑓 Weighted combination of temperature probes in the display case. °C 
𝑈𝐴𝑖 Overall heat transfer coefficient, where 𝑖 denotes the media which heat is transferred 
across. 
kW/K 
?̇?𝑐𝑜𝑚𝑝 Volumetric flow rate leaving the suction line. m
3/s 
𝑉𝐸𝑣𝑎𝑝,𝑚𝑎𝑥 Maximum volume of the evaporator. m
3 
?̇?𝑑 Maximum displacement volume rate of each compressor. m
3/s 
𝑉𝑠𝑢𝑐  Volume of the suction line. m
3 
?̇?𝑐𝑜𝑚𝑝 Power consumption of the compressor pack. kW 
𝛼 Empirical constant for display case probes. - 
𝛽 Empirical constant for display case probes. - 
𝜂𝑣𝑜𝑙 Clearance volumetric efficiency. % 
𝜌𝑐𝑜𝑚𝑝 Density of the refrigerant leaving the compressors. kg/m
3 
𝜌𝑙𝑖𝑞,𝑟𝑒𝑐 Density of the liquid refrigerant passing through the expansion valve. kg/m
3 
𝜌𝑙𝑖𝑞,𝑠𝑢𝑐  Density of the liquid refrigerant in the evaporator. kg/m
3 
𝜌𝑠𝑢𝑐  Density of the suction line. kg/m
3 
 28 
1- Introduction 29 
The use of refrigeration systems in industries such as food production, pharmaceuticals and breweries 30 
allowed for developments to be made in each respective field and are largely relied on daily operations. 31 
The UK food and drink industry accounts for £188 billion of consumer expenditure and counts on 32 
refrigeration systems for rapid cooling of meat, fruits, and vegetables to extend their product life and to 33 
prevent the growth of harmful bacteria [1, 2]. Refrigeration systems in the brewery industry are the 34 
largest single process consumers of electricity demanding 32% of the electricity provided to this sector 35 
[3-5]. Pharmaceutical products require controlled cooling storages in order to maintain efficacy and their 36 
safety [6, 7]. 37 
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The refrigeration systems for local food transportation are designed to operate dependably in severe 38 
environments in comparison to the domestic or commercial systems [8], resulting low operating 39 
efficiencies than that of stationary refrigeration systems [9]. Moreover, the increasing demand for 40 
transported refrigerated products has emphasised potential developments in order to reduce energy 41 
consumption and improving system performance. Refrigerated food transport in the UK is responsible 42 
for a 1.8% of emissions [10], while refrigeration systems for the international shipping transportation is 43 
responsible of emitting about 15 Mt CO2 [11]. Most transporter ships do not have the refrigerating 44 
capacity for fast cooling, so all products must be already pre-cooled prior to loading [12]. 45 
In commercial sectors, the improper cooling of food in restaurants and food outlets is a major cause of 46 
foodborne illness [13]. The food code presented by the U.S. Food and Drug Administration states that 47 
potentially hazardous food must be rapidly cooled from 57.5 °C to 21.1 °C in 2 hours or less, and from 48 
21.1 °C to 5 °C in an additional 4 hours or less [14]. The importance of rapid cooling in preventing 49 
pathogens growing on food shows how heavily dependent restaurants are upon highly performing 50 
refrigeration systems. 51 
Commercial food outlets in the UK are responsible for around 12 TWh of annual electrical consumption, 52 
about 3% of the UK total energy consumption and 1% of total Green House Gas (GHG) emissions [2]. 53 
Furthermore, the leakage of refrigerant from supermarkets which is accountable for 2 Mt CO2 emissions 54 
per year caused by the leakage of hydrofluorocarbons (HFC) [15]. Improving the performance of the 55 
refrigeration system has a huge potential in reducing electrical usage and costs. Furthermore, reducing 56 
electrical usage will consequently aid in the decrease of GHG emissions, particularly carbon dioxide, 57 
and lower the industries carbon footprint. Additionally, due to the food outlets in the UK operating on a 58 
small profit margin typically around 1-2%, cost savings are vital. A large potential for energy savings 59 
has been identified [2, 16], as the refrigeration system can use up to 60% of the total store energy, they 60 
have been identified as an area of particular interest [17]. Therefore, further research and investigations 61 
are necessary to determine a reliable engineering approach of energy saving for commercial refrigeration 62 
systems. 63 
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Refrigeration systems are a common feature in supermarkets for the preservation of chilled and frozen 64 
products. The layout of refrigeration system of the supermarket is shown in Figure 1. In supermarkets 65 
the refrigeration systems are split into low temperature (LT) systems for frozen products, and high 66 
temperature (HT) systems for non-frozen products [18]. All compressors operate at the same saturated 67 
suction temperature, often configured in packs where the compressors can be selected and cycled as 68 
needed to meet the refrigeration load [19]. The compressors compress the low-pressure refrigerant which 69 
is returning from the display case via the suction manifold to the condenser unit [18]. There are two 70 
levels of temperatures within food outlets which both have different purposes, 0–8 °C for the 71 
preservation of fresh products and beverages, and around -18 °C for frozen products [16]. 72 
 73 
 74 
Figure 1: Typical refrigeration system layout (cited from [18]). 75 
 76 
Tassou et al. [20] reported that food outlets in the UK are characterised by their average sales area and 77 
their annual average electrical energy consumption. The electrical energy consumption for refrigeration 78 
system is expected to be higher within smaller supermarkets and convenience stores as they have a 79 
higher focus on chilled and frozen foods with less additional services instore to consume electricity. In 80 
the food industry, refrigeration systems account for between 30% and 60% of the electricity used with 81 
hypermarket refrigeration systems accounting for 29% of their annual consumption [21].  82 
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Due to the growing demand on refrigeration systems, there has been remarkable interest in developing 83 
more efficient and better performing systems [22]. Larsen [18] developed a nonlinear dynamic 84 
mathematical model of supermarket refrigeration system. The model is a combination of individual 85 
models for the display cases, suction manifold and compressor pack with the main emphasis on 86 
modelling the suction manifold and display cases.  Peterson et al. [23] adapted the model of Larsen [18] 87 
with more focus on optimisation of supermarket refrigeration systems. A classic control setup 88 
introduced disturbances and the dynamic coupling of the cases caused the synchronization of 89 
compressors, which leads to lowering the system efficiency. 90 
Shafiei et al. [22] developed a supermarket refrigeration system for smart grid applications with the 91 
focus primarily on estimating the compressor power consumption and cold reservoir temperatures. 92 
A mathematical model to simulate the performance of a supermarket refrigeration system has been 93 
proposed by Y.Ge and S. Tassou [24]. The model allows for comparison between different systems in 94 
terms of their energy and total equivalent warming impact, where the total equivalent warming impact 95 
was defined as the sum of the direct and indirect emissions of greenhouse gases. 96 
Sarabia et al. [25] proposed a nonlinear continuous-time model to investigate a nonlinear model 97 
predictive control (MPC) and to calculate the output predictions. The model was inspired by a 98 
publication from Larsen et al [26]. 99 
Glavan et al. [27] developed a dynamic model refrigeration system that can determine the impact of 100 
component efficiency and losses due to interaction with the system. A state-space model has been 101 
presented which represents a linear heat transfer dynamic of the display case with the real temperature 102 
dynamics used. The work done in [27] was inspired by the work of Vinther et al [28] where a model has 103 
been presented to aid in the investigation of a precooling algorithm. 104 
Posnikov et al. [29] presented a large scale control model of a retail refrigeration system for a static firm 105 
frequency response. Two methods of control were tested, modulation and hysteresis, however hysteresis 106 
lead to undesired load oscillations following a shedding event. The study also shows that active power 107 
fluctuates in response to a frequency balancing event, allowing the system to be linked to a power grid 108 
model to simulate power loss. Saleh et al. [30] and Albayati et al. [31] investigated the impact of 109 
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responding to demand side response events on the performance of the commercial refrigeration system, 110 
using a large network of compressor packs.  111 
The aim of this research is to develop and simulate a refrigeration system model for a commercial 112 
application in order to examine and investigate the impact of various operational parameters on the 113 
performance of the refrigeration system. A mathematical and validated refrigeration system model, 114 
which is capable of simulating a 2000 sqft commercial refrigeration system, will be developed.  115 
 116 
2- Commercial Refrigeration System Description 117 
The model proposed in this research will mimic a typical 2000 sq ft Express Supermarket located at the 118 
Riseholme Refrigeration Research Centre at the University of Lincoln. Figure 2 shows the layout of the 119 
store which comprises of 13 high temperature (HT) display cases, of two different model (Atlas FHGD 120 
& Monza FHGD), and 2 low temperature (LT) freezers, model (Hockenheim). The HT case installed at 121 
the site is shown in Figure 3. A hysteresis controller is used to control the temperature of each display 122 
case and functions using upper and lower temperature set points. When the temperature rises to the 123 
upper setpoint, the expansion valve fully opens to allow additional refrigerant into the evaporator. Once 124 
the temperature falls below the lower setpoint, the valve closes. The upper and lower setpoints for the 125 
HT display cases are set at 3 °C and 0 °C respectively, while the LT freezer setpoints are -21 °C and -126 
23 °C. The temperature setpoints of the LT display cases are set using readings from the 𝑇𝑎𝑖𝑟−𝑜𝑓𝑓 probe. 127 
While the HT display cases are set using a combination of the 𝑇𝑎𝑖𝑟−𝑜𝑛 and 𝑇𝑎𝑖𝑟−𝑜𝑓𝑓 probes with a 128 
weighting applied of 40% from 𝑇𝑎𝑖𝑟−𝑜𝑛 and 60% from 𝑇𝑎𝑖𝑟−𝑜𝑓𝑓. The case controllers used are Danfoss 129 
514B and Danfoss 550 while the HT expansion valves are AKV10 and the LT expansion valves are 130 
TEX [30]. 131 
Both the HT and LT systems have separate suction lines which are maintained at 3.4 bar and 0.7 bar, 132 
respectively, and discharge the refrigerant to a common liquid line which is at a constant pressure of 11 133 
bar. The compressor pack is comprised of a total of 6 Copeland scroll compressors, (4 HT compressors 134 
model of model of ZB45KCE, and 2 LT compressors are ZF09K4E and ZF15K4E, all compressors 135 
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operate with fixed volume displacements, hence they operate at 100% capacity. The average power 136 
drawn by each individual compressor is around 4.25 kW. The compressor pack layout functions to create 137 
one-stage compression for both HT and LT suction lines independently. Figure 4 shows the compressor 138 
pack at the Riseholme Refrigeration Research Centre [29, 30]. 139 
The compressor pack runs in a FIFO (First-in First-out) sequence in order to maintain the desired suction 140 
line pressure. This sequence operates so that more compressors turn on once the suction pressure reaches 141 
an upper bound and all shut off once a lower bound is reached. Around the reference pressure is a neutral 142 
margin in which none of the compressors are turned on nor off as illustrated in Figure 5 [29] and [32]. 143 
The refrigerant used in this system is R407F. This is a zeotropic blend of R125, R32 and R134A 144 
designed to replace less fuel efficient and environmentally friendly refrigerants such as R407A or 145 
R404A. The Global Warming Potential (GWP) of R407F is 1824 compared to the higher values of 146 
R407A or R404A being 2107 and 3922 respectively, giving up to 40% lower carbon emissions [33-35].  147 
The high critical temperature value of 82.7 °C ensures that the refrigerant will be fully liquified in the 148 
condenser, ensuring that the refrigerant into the evaporator, ?̇?𝑟𝑒𝑓,𝑖𝑛 is in a 100% liquid state. This allows 149 
for the maximum heat transfer to occur, helping to lower power consumption and decrease energy usage 150 
by up to 15% when compared to R404A [34]. A summary of the commercial refrigeration system 151 
parameters used in the presented model is displayed in Table 1. 152 
 153 
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 154 
Figure 2: Schematic layout of Riseholme Refrigeration Research Centre at (cited form [30]). 155 
 156 
 
Figure 3: High temperature (HT) Monza display case 
used at Riseholme Refrigeration Research Centre. 
 
Figure 4: Compressor pack and controller used at the 
Riseholme Refrigeration Research Centre. 
 157 
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 158 
Figure 5: First-in first-out (FIFO) compressor operation cycle (cited form [32]). 
 
Table 1: Summary of the system parameters used in the presented model [29, 30] and [36-38]. 159 




- Number of HT cases 13 
- Number of LT cases 2 
𝑉𝐸𝑣𝑎𝑝,𝑚𝑎𝑥  Maximum volume of the Evaporator 0.019 m
3 
𝐶𝑣 Collection of Valve Constants 4.72 e-6 s/m2 
HT Temperature 
Setpoints 
HT Upper Setpoint 3 °C 
HT Lower Setpoint 0 °C 
LT Temperature 
Setpoints 
LT Upper Setpoint -21 °C 




HT Compressor Displacement Volume 0.0047 m3/s 
LT Compressor 1 Displacement Volume 0.0022 m3/s 
LT Compressor 2 Displacement Volume 0.0040 m3/s 
- Number of HT Compressors 4 
- Number of LT Compressors 2 
- FIFO Neutral Offset 10.1 kPa 
- FIFO Additional Offset 15.2 kPa 
Discharge Line 𝑃𝑟𝑒𝑐  Pressure in the Receiver 1114 kPa 
 160 
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3- Modelling a Commercial Refrigeration System 161 
For the purpose of modelling the system, models developed by Larsen [18] and Petersen et al [23] are 162 
adopted, with additional contributions provided from Shafei et al [22], Sarabia et al [25] and Vinther 163 
[40] which formatted and utilised equations on the evaporator, expansion valve and compressor pack 164 
that better defined our system and modelling.  Existing models by Postnikov et al in [29] and [39] based 165 
on the Riseholme Refrigeration Research Centre are used to provide specific theory and understanding 166 
of the facility itself.  167 
Models developed by Larsen [18] who produced a model for the display cases, suction manifold and 168 
compressor pack, and Petersen et al [23] who focussed on optimisation of refrigeration systems, are 169 
adopted. Shafei et al [22], Sarabia et al [25] and Vinther [40] formatted and utilised equations on the 170 
compressor pack, suction manifold and expansion valve respectively.  171 
In this paper, a model composed of four main subsystems is developed: the expansion valve and the 172 
evaporator of the display cases, the suction lines, the compressor pack, and the condenser, as shown in 173 
Figure 6. These individual models are then combined to model a full commercial refrigeration system, 174 
allowing for different system configurations to be tested effectively. Particular emphasis during 175 
modelling will be given on the display cases and the compressor pack in order to accurately estimate 176 
food temperature and its safety, as well as power consumption. The model presented in this paper differs 177 
from Shafei et al [22] due to the condenser being assumed to return 100% saturated liquid. Additionally, 178 
the developed model will be validated using a real data from a functioning refrigeration system at the 179 
Riseholme Refrigeration Research Centre to ensure accuracy of simulation. Moreover, the developed 180 
model will be capable of estimating the refrigerant properties, power consumption and system 181 
temperatures, as well as investigations into store/system parameters and their effect on power 182 
consumption. 183 
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Figure 6: Main subsystems and refrigeration cycle for the refrigeration system. 186 
 187 
In order to simplify the model, it is assumed that the condensers have a full condensation with a 100% 188 
liquid return, and the condenser dynamics and the pressure within the return line are stable, therefore 189 
any changes that occur are negligible in the overall system. A static relation can therefore be used to 190 
calculate properties in the condenser with the liquid line, receiver and condenser assumed to be constant 191 
at 11 bar, it has also been assumed that subcooling is constant [29] and [39]. The refrigerant properties 192 
used are calculated using the REFPROP database. The developed system is modelled using a refrigerant 193 
R407F [41]. 194 
 195 
3.1 Display Cases: Expansion Valve & Evaporator 196 
In a commercial refrigeration system, the display cases provide a low-temperature environment for the 197 
products to be safely stored. The display case consists of evaporator, expansion valve, and storage 198 
compartment. Inside the display case, the heat from the products is transferred to the evaporator via a 199 
circulating air-curtain. From here the energy is transferred to the low-pressure liquid refrigerant, causing 200 
it to evaporate and superheat it. The superheated vapour is then drawn out of the evaporator and through 201 
the suction line by the compressors [18, 23]. Incoming refrigerant to the evaporator is controlled by the 202 
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expansion valve which regulates the mass flow rate of the refrigerant by adjusting the opening degree 203 
of the valve. The valve also drops the pressure of the refrigerant so that it is easily vaporised, allowing 204 
for heat to be removed from the display case [18]. The dynamics of the display cases are derived from 205 
creating an energy balance for the products, evaporator, and air inside the display case along with a mass 206 
balance for the refrigerant in the evaporator. For this model all frictional and minor losses assumed to 207 
be negligible. Figure 7 shows a typical layout of the high temperature (HT) commercial refrigeration 208 
display case which is used to derive the main equations in this research [18, 25, 39]. 209 
 210 
 211 
Figure 7: High temperature (HT) display case schematic. 212 
 213 












?̇?𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑠 + ?̇?𝑖𝑛𝑑𝑜𝑜𝑟 − ?̇?𝑒
𝑚𝑎𝑖𝑟𝐶𝑝,𝑎𝑖𝑟
 (2) 
where 𝑚, 𝑡 and 𝐶𝑝 are the mass, time and the heat capacity respectively, with each subscript denoting 215 
the media which the parameter refers to, ?̇?𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑠 is the heat transfer from the products to the air inside 216 
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the display case, ?̇?𝑖𝑛𝑑𝑜𝑜𝑟 is the heat load from the indoor supermarket store temperature to the air inside 217 
the display case, and ?̇?𝑒 is the heat transfer from the air inside the display case to the refrigerant in the 218 
evaporator and is also termed the cooling capacity. The two states are therefore, 𝑇𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑠 and 𝑇𝑎𝑖𝑟 219 
which are the temperature of the products and air inside the display case, respectively. The energy flows 220 
are then defined by [23]: 221 
 ?̇?𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑠 = 𝑈𝐴𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑠(𝑇𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑠 − 𝑇𝑎𝑖𝑟) (3) 
 ?̇?𝑖𝑛𝑑𝑜𝑜𝑟 = 𝑈𝐴𝑖𝑛𝑑𝑜𝑜𝑟(𝑇𝑖𝑛𝑑𝑜𝑜𝑟 − 𝑇𝑎𝑖𝑟) (4) 
 ?̇?𝑒 = 𝑈𝐴𝑒(𝑇𝑎𝑖𝑟 − 𝑇𝑒) (5) 
where 𝑈𝐴 is the overall heat transfer coefficient with the subscript denoting the media which the heat is 222 
transferred across, 𝑇𝑖𝑛𝑑𝑜𝑜𝑟 is the indoor store temperature of the supermarket, and 𝑇𝑒 is the evaporation 223 
temperature of the refrigerant which is a function of pressure and is dependent on the refrigerant used 224 
in the system [18, 23, 25]. This is therefore calculated from the suction line dynamics using the 225 
refrigerant properties database REFPROP [41]. Combining Equations (1) and (3) and solving for the 226 
product temperature leads to: 227 








where 𝑇𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑠,𝑖𝑛𝑖𝑡𝑖𝑎𝑙 is the initial temperature of the products at the start of the system simulation. 228 
Combining Equations (2) and (6) and assuming the specific heat capacity of the air is close to zero, 229 




𝑈𝐴𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑠𝑇𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑠 + 𝑈𝐴𝑖𝑛𝑑𝑜𝑜𝑟𝑇𝑖𝑛𝑑𝑜𝑜𝑟 + 𝑈𝐴𝑒𝑇𝑒




In order to monitor the range of temperatures of the air inside the display case, two temperature probes 232 
are used. These are positioned at the front and rear of the display case with the probe at the front being 233 
‘on’ the air curtain and the rear probe being ‘off’ the air curtain, giving them the names 𝑇𝑎𝑖𝑟−𝑜𝑛 and 234 
Page 15 of 29 
Paper: TSEA-20-1777                             Authors (s): Brownbridge, Sully, Noons and Albayati   
 
𝑇𝑎𝑖𝑟−𝑜𝑓𝑓 respectively. The readings from the 𝑇𝑎𝑖𝑟−𝑜𝑓𝑓 probe is a calculated ratio between 𝑇𝑎𝑖𝑟 and 𝑇𝑒, 235 
similarly 𝑇𝑎𝑖𝑟−𝑜𝑛 is calculated from a ratio between 𝑇𝑎𝑖𝑟 and 𝑇𝑖𝑛𝑑𝑜𝑜𝑟 [29]: 236 
 𝑇𝑎𝑖𝑟−𝑜𝑓𝑓 = ∝ 𝑇𝑎𝑖𝑟 + (1−∝)𝑇𝑒 (8) 
 𝑇𝑎𝑖𝑟−𝑜𝑛 = 𝛽𝑇𝑎𝑖𝑟 + (1 − 𝛽)𝑇𝑖𝑛𝑑𝑜𝑜𝑟 (9) 
where  ∝ and 𝛽 are empirical coefficients that are dependent on the type of display case, location in the 237 
supermarket and outdoor temperature [29]. The heat transfer coefficient between the evaporator and the 238 
refrigerant, 𝑈𝐴𝑒 is assumed to be a linear function of the mass of liquefied refrigerant in the evaporator, 239 
𝑚𝑟𝑒𝑓 [18, 22]: 240 
 𝑈𝐴𝑒(𝑚𝑟𝑒𝑓)
= 𝑘𝑚𝑈𝐴𝑒 (10) 
where 𝑘𝑚 is defined as the ratio of the mass of refrigerant in the evaporator, to the maximum capacity 241 





Due to the variations of pressure and temperature of the liquified refrigerant inside the evaporator, the 243 
density therefore varies as a result. Therefore, 𝑚𝑟𝑒𝑓,𝑚𝑎𝑥 is constrained by the maximum volume of the 244 
evaporator 𝑉𝐸𝑣𝑎𝑝,𝑚𝑎𝑥 and the density of the liquified refrigerant 𝜌𝑙𝑖𝑞,𝑠𝑢𝑐 which is calculated using the 245 
REFPROP database [41]: 246 
 𝑚𝑟𝑒𝑓,𝑚𝑎𝑥 =  𝑉𝐸𝑣𝑎𝑝,𝑚𝑎𝑥 ×  𝜌𝑙𝑖𝑞,𝑠𝑢𝑐 (12) 
The rate of change of refrigerant in the evaporator 
𝑑𝑚𝑟𝑒𝑓
𝑑𝑡
 is defined by the mass balance in and out of 247 




= ?̇?𝑟𝑒𝑓,𝑖𝑛 − ?̇?𝑟𝑒𝑓,𝑜𝑢𝑡 (13) 
where ?̇?𝑟𝑒𝑓,𝑖𝑛 and ?̇?𝑟𝑒𝑓,𝑜𝑢𝑡 are the mass flow rate of the refrigerant in and out of the evaporator, 249 
respectively. The mass flow rate entering the evaporator is controlled by the expansion valve via 250 
Page 16 of 29 
Paper: TSEA-20-1777                             Authors (s): Brownbridge, Sully, Noons and Albayati   
 
regulating the opening degree of the valve. This is governed by Bernoulli’s equation, assuming laminar 251 
flow and no change in elevation [40]: 252 
 ?̇?𝑟𝑒𝑓,𝑖𝑛 = 𝑂𝐷 ∙ 𝐶𝑣 ∙ √𝜌𝑙𝑖𝑞,𝑟𝑒𝑐 ∙ √𝑃𝑟𝑒𝑐 − 𝑃𝑠𝑢𝑐 (14) 
where 𝑂𝐷 is the opening degree of the valve with 0 being fully closed and 1 being fully open, 𝐶𝑣 is a 253 
collection of constants such as the cross-sectional area of the valve inlet and outlet, and can also be 254 
termed the orifice coefficient or valve characterising constant [23, 40], and 𝑃𝑟𝑒𝑐 and 𝑃𝑠𝑢𝑐 are the pressure 255 
in the receiver and the suction line, respectively. The mass flow rate of refrigerant leaving the evaporator 256 





where ℎ𝑙𝑔,𝑜𝑢𝑡 and ℎ𝑙𝑔,𝑖𝑛 are the enthalpies of the refrigerant at the outlet and inlet of the evaporator, 258 
respectively [40]. These enthalpies are calculated from the suction line pressure using the REFPROP 259 
database [39, 41]. By combining Equations (10) to (15), the accumulation of refrigerant in the evaporator 260 
can be calculated and therefore the overall heat transfer coefficient between the refrigerant and 261 
evaporator can be determined.  262 
 263 
3.2 Suction Line 264 
The suction line is modelled by a dynamic equation with one state 𝑃𝑠𝑢𝑐 of the suction pressure. 265 




= ?̇?𝑠𝑢𝑐,𝑖𝑛 −  ?̇?𝑐𝑜𝑚𝑝 𝜌𝑠𝑢𝑐 (16) 
where 𝑚𝑠𝑢𝑐 is the total mass of refrigerant in the suction line, the mass flow rate enter the suction line 267 
is the sum of all mass flow rates leaving each of the display case evaporators [23]: 268 
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where 𝑁𝐷𝐶 is the number of display cases, ?̇?𝑠𝑢𝑐,𝑖𝑛 is the mass flow rate enter the suction line, and 269 
?̇?𝑟𝑒𝑓,𝑜𝑢𝑡,𝑖 is the mass flow rate of the refrigerant leaving the evaporator. Rewriting the mass derivative 270 













where 𝑉𝑠𝑢𝑐 and 𝜌𝑠𝑢𝑐 is the volume and density of the refrigerant in the suction line, respectively. By 272 
combining Equations (16) and (18) and rearranging for 
𝑑𝑃𝑠𝑢𝑐
𝑑𝑡
, the final dynamic equation for the suction 273 
line is [23]: 274 
where ?̇?𝑐𝑜𝑚𝑝 is the volumetric flow rate leaving the suction line and is determined from the compressor 275 
duty cycle [23]. 276 
 277 
3.3 Compressor Pack 278 
The compressor pack receives the refrigerant from the display cases via the suction line. It compresses 279 
the low-pressure gaseous refrigerant up to a higher pressure which then flows into the condenser. This 280 
increase in pressure also leads to an increase in temperature. The compressors in this system operate as 281 
discrete fixed volumes, thus each compressor is either running at maximum capacity or is totally off, 282 
and the operation of the compressors are functioned to the suction line pressure. Moreover, turning on 283 
more compressors will decrease the volume of refrigerant in the suction line which thereby lowers the 284 
suction pressure. The flow rate of the compressors can therefore be modelled as [23]: 285 
 ?̇?𝑐𝑜𝑚𝑝 = 𝑁𝑐𝑜𝑚𝑝?̇?𝑑 𝜂𝑣𝑜𝑙 (20) 
where 𝑁𝑐𝑜𝑚𝑝 is number of running compressors, ?̇?𝑑 is the maximum displacement volume flow rate of 286 
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compressor running at maximum capacity is 4.25kW, therefore the total compressor power consumption 288 
can be found in Equation (21) [29]: 289 
 ?̇?𝑐𝑜𝑚𝑝 = 4.25 𝑁𝑐𝑜𝑚𝑝 
 
(21) 
where ?̇?𝑐𝑜𝑚𝑝 is the power consumption (kW) of the entire compressor pack. 290 
 291 
4- Developed Model Validation 292 
In order to tune and validate the developed refrigeration system model, Matlab and Simulink is used to 293 
simulate the operation of the developed model. The results of the model simulation will be analysed and 294 
compared with real operational data collected from the refrigeration system at Riseholme Refrigeration 295 
Research Centre. The real operational data has been collected on 18th March 2017 during a 3-hour period 296 
between 08:30 and 11:30, with a data granularity of 1 sample per minute, and an average store 297 
temperature of 16 °C. The parameters of the system are tuned in order to validate and create a 298 
resemblance between the real data and the simulation results are as shown in Table 2. 299 
Due to the practical difficulties involved in directly measuring the product temperature, a filtered, 30-300 
minute moving average based off the shelf temperature, 𝑇𝑠ℎ𝑒𝑙𝑓, is used to provide a calculated product 301 









𝑘 ) (22) 
 
 304 
where the subscript 𝑘 denotes the minute at which the measurements and calculations are done. 𝑇𝑠ℎ𝑒𝑙𝑓 305 
can be calculated from readings taken by the air-on and air-off probes located in each of the cases as 306 
follows [29, 30]: 307 
 𝑇𝑠ℎ𝑒𝑙𝑓 = 0.6𝑇𝑎𝑖𝑟−𝑜𝑓𝑓 + 0.4𝑇𝑎𝑖𝑟−𝑜𝑛 (23) 
 
 308 
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Table 2: Tuned parameters used for the validation of the developed model. 309 
Components Parameters Parameter Description Values 
Display Cases 
∝ Empirical coefficient of Tair-off 0.952 
𝛽 Empirical coefficient of Tair-on 0.970 
𝑈𝐴𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑠 
Heat transfer coefficient between 
Products and air inside DC 
0.001kW/K 
𝑈𝐴𝑖𝑛𝑑𝑜𝑜𝑟  
Heat transfer coefficient between 
indoor and air inside HT DC 
0.032kW/K 
𝑈𝐴𝑒,𝑓𝑢𝑙𝑙 
Maximum heat transfer coefficient 
between DC air and liquified 
refrigerant in evaporator 
0.450kW/K 
𝑚𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑠 Mass of Products 1200kg 
𝐶𝑝,𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑠 Specific latent heat of Products 4.18kJ/kg 
Suction Line 𝑉𝑠𝑢𝑐 HT Suction line volume 0.5m
3 
 310 
The air-on, air-off, and product temperatures for the simulation results of the developed model and for 311 
the collected real data are shown in Figures 8 and 9, respectively. The operation of the expansion valve 312 
for the developed model and for the real data are shown in Figures 10 and 11, respectively. 313 
From Figures 8 and 9, the general trends for both the simulation and real data closely resemble each 314 
other throughout the 3 hour period. The product temperature determined by the air-on and air-off 315 
temperatures is 2.1 °C for both the simulation and real data. Additionally, both the air-on and air-off 316 
temperatures have similar maximum values. For air-on, 3.87 °C for the simulated results and 4 °C for 317 
the real data. While for air-off, 3.02 °C for the simulated results and 3 °C for the real data. 318 
The simulation results consistently have lower minimum temperature values for both air-on and air-off 319 
when compared to the real data. The minimum air-on temperatures were 0.25 °C for the simulated results 320 
and 2.3 °C for the real data, while the minimum air-off temperatures were -0.78 °C for the simulated 321 
results and -0.4 °C for the real data. This difference is caused by modelling all the 13 display cases as 322 
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the same, and all acting at the same time, which causes an exaggerated demand on the system and leads 323 
to lower temperatures in the display cases. Furthermore, the real data for the Riseholme Refrigeration 324 
Centre features two different HT display types with a few different sizes, all acting on their individual 325 
loads. However, the model presented in this paper assumes all 13 display cases are identical in types 326 
and loads.  327 
 328 
 
Figure 8: Simulation of the HT display temperatures 
for the developed refrigeration system model. 
 
Figure 9: Real operational data for the HT 
temperatures of the refrigeration system. 
 
Figure 10: Simulation of the expansion valve 
operation for the developed refrigeration system 
model. 
 
Figure 11: Real operational data of the expansion 
valve for the refrigeration system. 
 329 
The sharp drop noted in Figure 8 near the bottom of the curve, occurred first at 14 minutes 25 seconds 330 
and repeated every 15 minutes, is caused by the turning on of an additional compressor which causes 331 
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the suction pressure to decrease suddenly. As the system models the evaporator temperature directly as 332 
a function of the evaporator’s pressure, an additional compressor turning on will cause immediate drop 333 
in the temperature. Moreover, as the air-on and air-off temperatures cooled via evaporation of the 334 
refrigerant into the suction line, the suction pressure increases. Once the display case reaches the lower 335 
set-point, the suction pressure reaches the set-point for a second compressor to turn on, causing a suction 336 
pressure to suddenly decrease, this translates to a sudden drop in temperature of the air-on and air-off 337 
temperatures. The fluctuations in the air-off temperature in the HT system dictates the behaviour of the 338 
expansion valve of each individual display case in order to maintain the temperature set points.  339 
From Figures 10 and 11, both the simulation results and the real data contain 12 full on-off cycles of the 340 
expansion valve for 3 hours period. The simulation expansion valve remains open for 6 minutes and 30 341 
seconds, while for the real data the valve remains open for 4 minutes and 42 seconds. The greater 342 
demand on the system explains the difference in the opening time for the expansion valve. Moreover, 343 
in Figure 11, there is a difference in the width of the peaks for some of on-off cycles of expansion valve. 344 
This is due to the sampling rate of real data which was 1 sample/minute, therefore a data point might be 345 
taken while the valve is not fully open. This has consequently caused the recorded real data to show a 346 
smaller time period where the expansion valve is open, however in reality this is not the case and it 347 
would closer resemble the simulation data. Whilst the expansion valve is operating through an on-off 348 
cycle, fluctuations in the suction pressure occur due to more evaporating refrigerant entering the suction 349 
line or saturated vapour being pulled through the compressor.  350 
The suction pressure of the refrigeration system for the simulation results of the developed model and 351 
for the real data of the Riseholme Refrigeration Centre are shown in Figures 12 and 13, respectively. 352 
 353 
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Figure 12: Simulation of the suction pressure for the 
high temperature system of the developed 
refrigeration system model. 
 
Figure 13: Suction pressure for the high temperature 
system at Riseholme Refrigeration Research Centre. 
 354 
From Figures 12 and 13, the suction pressure for both of the simulated model and the real data follow a 355 
similar trend. However, there are some differences with the suction pressure over the 3 hours period, 356 
due to the differences in the size and types of loads at Riseholme refrigeration system. Both the 357 
simulation data and test data had similar maximum values reaching peaks of 374.8 kPa and 373.3 kPa, 358 
respectively. While, the minimum values for the simulation and real data were 334.3 kPa and 338.9 kPa, 359 
respectively. Considering that the setting of the suction line pressure at Riseholme Refrigeration 360 
Research Centre was sat on 340 kPa (3.4 Bar), the large random fluctuations due to the disturbances 361 
caused by the loads and the environment can be neglected. 362 
The power consumption of the HT system for the simulation result of the developed model and for the 363 
real data at Riseholme Refrigeration Research Centre are shown in Figures 14 and 15, respectively. It is 364 
noticed that there was always at least one compressor running at full capacity, with an additional 365 
compressor coming on occasionally when needed. An additional compressor turns on when the suction 366 
pressure reaches the pre-defined set-point, which then reduced the suction pressure back to the desired 367 
value. Figure 14 shows the power drawn from the compressors during the simulation, there are 12 368 
instances where an additional compressor kicks in to reduce the suction pressure in comparison to 19 369 
instances for the data at Riseholme Refrigeration Research Centre as shown in Figure 15. This is due to 370 
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the simulation assuming all display cases are of the same variety and acting with the same conditions 371 
throughout, therefore all acting in the same way and uniformly throughout the testing period and 372 
exaggerating the behaviours of the system. At the Riseholme Refrigeration Research Centre, there are 373 
likely to be bigger changes in the suction line pressure due to the varying behaviour of each display 374 
case, resulting in more frequent variations in the suction pressure and therefore more instances for an 375 
additional compressor to kick in. Hence, a slight difference in the total energy drawn by the compressors 376 
during the 3 hours period, with the simulation consuming a total of 17.25 kWh and the Riseholme 377 
Refrigeration Research Centre consuming a 14.18 kWh. The total energy consumption is shown in 378 
Figures 16 and 17 for the simulation and the Riseholme Refrigeration Research Centre, respectively. 379 
The Riseholme data would be expected to have more power drawn due to the higher occurrence of a 380 
second compressor turning on. However, due to the Riseholme system logging data every minute 381 
compared to the simulation which logs data every second, samples are omitted when the second 382 
compressor is running, this ultimately reduces the total power drawn. Reducing the sample rate for the 383 
simulations would reduce the error, however for the following simulations a larger sample rate was 384 
selected as it increases the accuracy of the data and gives a higher resolution of the system behaviour. 385 
 386 
 
Figure 14: Simulation of the of power consumption 
for the HT compressors of the developed refrigeration 
system model. 
 
Figure 15: Power consumption for the HT 
compressors at Riseholme Refrigeration Research 
Centre. 
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Figure 16: Total energy consumption for the HT 





Figure 17: Total energy consumption for the HT 
compressors at Riseholme Refrigeration Research 
Centre. 
5- Conclusion 387 
In this paper, a validated model that simulates a commercial refrigeration system installed over 2000 388 
sqft to mimic a real express store installed at Riseholme Refrigeration Research Centre at the University 389 
of Lincoln, UK, is developed and presented. MATLAB/Simulink is used to simulate the operation of 390 
the developed model which is tuned and validated with the real operational data collected from the 391 
Refrigeration Centre. The modelled refrigeration system accurately simulated the operations of the 392 
display cases, suction line and compressor pack, with the condenser assumed to return 100% liquid. 393 
Further emphasis has been given on the HT system, due to the HT display cases making up the majority 394 
of the display cases in the commercial refrigeration system. Hence, the high temperature system has a 395 
greater impact on the performance of the system and will be more sensitive to disturbances such as 396 
external heat loads.  397 
It is noticed that  the simulation results of the developed model for the display cases temperatures, 398 
expansion valve opening degree, suction line pressures, and compressors power consumption, all having 399 
highly resemblance to the real operational collected data obtained from Riseholme Refrigeration 400 
Research Centre, this supports the validation of the developed model. Further investigation needs to be 401 
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carried to investigate the impact of the store temperate variations on the operation and the performance 402 
of the refrigeration system. Also, the implementation of Variable Frequency Drive (VFD) compressor 403 
that allows for a greater control and therefore a further saving of power consumption. 404 
 405 
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